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S - 42B

EDGE OF

TRENCH

STEEL PIPE STRUT

DIAMETER = S.

WELD 2S X 2S X 1/4"

STEEL PLATE ON

EACH END.

2" X 1/4" GALVANIZED

STEEL STRAP

NOTE:

SEE DRAWING W-2C

FOR NOTES AND

DIMENSIONS.

UNDISTURBED

EARTH OR ROCK

CONCRETE

CLASS "B"

3/4" THREADED ROD W/HEX

NUTS AND 4" X 4" X 1/4"

PLATE WASHER.

SAME BLOCKING AS

ON OTHER SIDE
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MEGA-LUGS

OR ALL-THREAD

RODS AS REQUIRED

STANDARD CONCRETE

BLOCKING AS SHOWN

FOR HORIZONTAL BENDS


